The present study aims to evaluate whether downdraft can be prevented by applying a radiant floor heating system in glass curtain wall buildings. A radiant floor heating system does not directly supply heat to cold air, but does so via heat exchange with a cold airflow. Assessing whether a downdraft is prevented is, thus, necessary. For this assessment, a radiant floor heating system was applied to perimeter zones with different window types modeled using a computational fluid dynamics (CFD) simulation. The relationship between the radiant floor heating system and the windows was examined via an assessment of the resulting downdraft by considering the radiant heat exchange effect between the window and the floor. The assessment was conducted by utilizing a CFD simulation. The simulation results show that the temperature difference between the air supplied through the radiant floor heating system and the air descending along the cold surface of the window increased when the radiant floor heating system was applied to a narrow area with a high temperature. Furthermore, the airflow velocity increased with the heat exchange. The airflow re-entered the window side, and the downdraft in the occupied area exceeded the strict value specified by the standards. Conversely, if heat were applied according to the indoor thermal output by widening the radiant heat area of the radiant floor heating system, a downdraft could occur as a result of a blocking failure prior to the influx of the cold air into the occupied area caused by low surface temperatures. Therefore, applying a radiant floor heating system is advantageous in a perimeter zone without causing airflow inducement at the window side with acceptable surface temperatures.
Introduction
Currently, the control of thermal comfort in indoor building environments has become increasingly important as people look for ways to improve their quality of life. The demand for efficient use of interior space is also increasing. Consequently, interest in radiant heating systems has increased and applications of this technology are becoming more widespread [1] .
Radiant heating systems are advantageous in terms of thermal comfort because this system can set the air temperature to be a little low while maintaining comfort conditions through the radiation heat exchange between the occupants and the radiation surface [2] . The radiant heat transfer of a radiant heating system also covers 50% of heat exchange within a conditioned space [3] , hence, it has an advantage of the temperature being uniformly supplied and maintained. Moreover, a radiant heating system is embedded in the floor or ceiling and primarily supplies radiant heat, and can, therefore, solve some problems associated with a forced convection perimeter systems, such as
Background on Downdraft Assessment

Definition of Downdraft
Indoor air in close proximity to a cold window descends when it cools, owing to the window surface. If the airflow thereby generated directly touches an occupant, the occupant may feel a chill or discomfort due to the localized cooling effect resulting from a loss of heat. This phenomenon is generally defined as a downdraft. Various studies on downdrafts have been performed and the downdraft phenomenon has been defined. Representatively, downdraft was defined as "an unwanted local cooling of the human body caused by air movement" in Fanger [12] , ASHRAE [13] and ISO [14] . It was also defined as "the problem caused by cold natural convective flows along glazed surfaces in winter" in Heiselberg's study [4, 15] . In addition, various studies have defined downdraft [16] [17] [18] , in these various studies, downdraft is described as a phenomenon generated by a cold window surface and the descending flow of natural convection. It is a phenomenon generated by the cold-window effect, cooling of the air, and descending airflow caused by a cold window surface. This study defines downdraft as a phenomenon caused by the natural convection downflow of cold airflow caused by a cold window surface. Here we assess the phenomenon in a space of curtain wall buildings where an RFHS was applied.
Downdraft Assessment Criteria
There are two methods of assessing the discomfort caused by a downdraft. The first one is determining the allowable velocity of airflow in the case where the indoor temperature is within a general range. The second one is using the draft rate (DR), which evaluates the local discomfort caused by a draft. Among these, assessing the mean velocity of the airflow cannot determine the effect of a cold airflow, in other words, it has the limitation that the discomfort caused by temperature of airflow cannot be considered. Thus, in this study, the draft rate (DR), which can make a detailed assessment of airflow, was selected as the assessment parameter by considering a specific area in a room and reflecting the impact of turbulence intensity.
ASHRAE [13] divides draft rates into levels, as shown in Table 1 . The draft rate separates the applicability of the standard into three steps and suggests an acceptable percentage of people who feel discomfort caused by a draft. The draft rate can be calculated as shown in Equation (1) . DR = {(34 − t a ) × (v − 0.05) 0.62 } × {(0.37 × v × Tu) + 3.14)}
where DR is the predicted percentage of people dissatisfied due to a draft, t a is the local air temperature, v is the local mean air speed, Tu is the local turbulence intensity. Table 1 . Class level of draft rate.
Class Draft Rate Description
A <10 It is desired to adhere to higher than typical comfort standards B <20 Typical applications and should be used when other information is not available C <25 It is desired to relax the typical comfort standards
This study presents the expected satisfaction level in terms of the draft rate according to the RFHS application method by deriving the indoor temperature, airflow, and draft rate distribution.
Preliminary Study of Downdraft Assessment
The downdraft assessment study is mostly performed by analyzing a descending flow of cold air including the velocity of the airflow and the temperature distribution, by performing an experiment or simulation.
Olesen [19] calculated the maximum velocity of an airflow for downdraft assessment and presented a range of allowable maximum airflow velocities by deriving a formula combining the height of the window and its U-value in a space. However, because he did not consider the temperature of the air, the cold airflow was not reflected. Heiselberg [15] evaluated the degree of downdraft occurrence by analyzing the maximum airflow velocity distribution of the descending airflow formed, depending on the surface temperature of the window via experiments under adiabatic conditions, i.e., an outdoor space and indoor space are implemented on both sides across a window. In addition, he determined the boundary layer flow in a cold airflow via flow visualization.
Manz [20] carried out a downdraft assessment in the case where there were internal heat gains, based on Heiselberg's study [15] . Manz derived the result that while warm airflow generated from internal heat gains ascends, rides the ceiling side, moves toward the window side, and descends, the velocity of the airflow increases. In this study, to reflect this result, a weighing factor of 1.5 was applied to Heiselberg's formula. Meanwhile, Hua [21] performed an experiment on air temperature, velocity of airflow, and Draft Rate (hereinafter DR) distribution, according to the distance from the wall, to analyze the occurrence of a downdraft in the case where a ventilation system was placed in the corner of the room far away from the windows. Larssons [17] analyzed the descending airflow formed because of the thermal performance of the window and width of the windowsill in the experimental room where the window was located on the upper side of a wall. Schellen [22] performed the assessment of downdraft through experiments and CFD simulation to analyze the velocity of airflow and DR according to the height and surface temperature of the windows. Jurelionis [23] analyzed the occurrence of downdraft by presenting the Predicted Percentage of Dissatisfied (hereinafter PPD) distribution in the room through the CFD simulation. In this study, the maximum velocity of airflow according to the thermal performance of windows was evaluated by comparing the formulas of Heiselberg [15] and Manz [20] . Additionally, the limiting height of the exterior envelope, so as not to result in discomfort caused by the downdraft was presented. Similarly, Myhren [24] analyzed the airflow velocity distribution in the room according to various heating methods to evaluate the reduction of downdraft through the heating of cooled air. In Mustakallio's study [25] , thermal conditions of an office room with a CBRP (chilled beam having an integrated radiant panel) in heating mode were analyzed. The results of this study indicate that radiant panel heating is also an applicable solution in cold climates. Favorable thermal conditions can be ensured when the temperature of the window surface is at least 14-15 • C. At the same time, the vertical temperature stratification is acceptable.
The experimental studies evaluating downdraft did not reflect the external environmental conditions affecting the downdraft well, because most of the experiments were conducted under insulated space conditions. The CFD studies did not consider the temperature deviation of the window surface caused by the descending airflow and the effect of the temperature rise of the window caused by the radiation heat exchange, thereby judging the surface temperature of the window to be fixed.
Therefore, in this study, the downdraft was assessed by considering the external environmental conditions and the thermal environment changes in the space. The effects of heating the windows with radiant heat of the RFHS and the natural convection effect were considered to improve the existing research results.
Assessment Parameters
Mechanism of Downdraft Prevention
A downdraft occurs when air is cooled on the inside of a window as the heat transferred to the cold outside surroundings is enhanced, and the air in close proximity to the inside of the window is cooled as it loses heat to the cold window surface. According to Peng's study [26] , the heat transfer phenomenon that occurs when heat is supplied from the floor below a cold window is different from the case when heat is supplied from a general vertical surface because of the heat exchange between the cold window and the floor. Moreover, RFHS supply heat to the cold air indirectly, in others words, it slowly supplied heat through the principle of natural convection. Thus, to assess whether an RFHS can actually prevent a downdraft, the interior heat transfer phenomenon caused by the heat exchange between an RFHS and cold windows must be analyzed and an RFHS application method that can prevent downdrafts must be developed.
To prevent downdrafts when using an RFHS, the influx of the airflow should be blocked by raising the surface temperature of the RFHS and supplying heat to the cold airflow formed near the windows [27] . In other words, when cold air forms near a cold window and moves along the floor surface, the RFHS should raise the temperature of the air over a large radiating surface to block the cold airflow influx into the occupied area by forming an ascending flow caused by a warm airflow of RFHS. However, because the radiant heat resulting from the higher surface temperature of the RFHS relative to indoor thermal equilibrium leads to indoor overheating and occupant discomfort, the RFHS must be applied according to the required heating load in the space. The radiation area must be reduced to increase the surface temperature of the RFHS according to the heating load required in the room. That is, for the same thermal output, the narrower the radiation area, the higher the surface temperature, the wider the radiation area, and the lower the surface temperature. Because downdraft is generated by the effects of the indoor air temperature and airflow velocity, the indoor air temperature and the airflow velocity formed by the radiation area and surface temperature of the RFHS are important. Thus, it is necessary to analyze the effects of the radiation area and surface temperature of the RFHS on the temperature of the indoor air and the airflow velocity.
If the cold airflow generated by the cold surface of a window in a space where an RFHS has been applied descends and flows into the occupied zone, heat is transferred to the cold airflow. The temperature rises and the warm airflow generated from the RFHS forms an ascending flow, blocking the indoor influx of cold airflow. Because an RFHS is applied to a narrow area with a high surface temperature, the indoor influx of cold air is blocked and a high air temperature in the vicinity of the inner floor surface results as shown in Figure 1 . As the temperature difference between the cold air that flows along the floor surface and the warm air generated from the surface of the RFHS becomes larger, the airflow velocity at the floor surface increases. On the other hand, if heat is supplied according to the required heat demand in the space by widening the radiant heating area of the RFHS, the air temperature near the floor surface is relatively low compared to the case shown in Figure 2 . However, the airflow velocity at the floor surface can be reduced because the temperature difference between the warm floor surface and the cold window surface is reduced. the air temperature near the floor surface is relatively low compared to the case shown in Figure 2 . However, the airflow velocity at the floor surface can be reduced because the temperature difference between the warm floor surface and the cold window surface is reduced. The downdraft is intensified with decreasing air temperature and increasing air velocity. Therefore, to prevent downdraft in a space where an RFHS is applied, when the RFHS is applied near windows, it should raise the temperature of the cold airflow sufficiently by establishing a suitable surface temperature and should not cause an increase in airflow velocity due to a temperature difference while supplying heat. 
Method for Downdraft Assessment
The occurrence of a downdraft is possible to predict using the height and width of the draft rate, as shown in Figure 3 , in which the height of the downdraft is the length of the y-axis and the width of the downdraft is the length of the x-axis beyond an allowable standard. According to the analysis the air temperature near the floor surface is relatively low compared to the case shown in Figure 2 . However, the airflow velocity at the floor surface can be reduced because the temperature difference between the warm floor surface and the cold window surface is reduced. The downdraft is intensified with decreasing air temperature and increasing air velocity. Therefore, to prevent downdraft in a space where an RFHS is applied, when the RFHS is applied near windows, it should raise the temperature of the cold airflow sufficiently by establishing a suitable surface temperature and should not cause an increase in airflow velocity due to a temperature difference while supplying heat. 
The occurrence of a downdraft is possible to predict using the height and width of the draft rate, as shown in Figure 3 , in which the height of the downdraft is the length of the y-axis and the width of the downdraft is the length of the x-axis beyond an allowable standard. According to the analysis of the flow using the draft rate during RFHS application, the airflow velocity appears high due to the The downdraft is intensified with decreasing air temperature and increasing air velocity. Therefore, to prevent downdraft in a space where an RFHS is applied, when the RFHS is applied near windows, it should raise the temperature of the cold airflow sufficiently by establishing a suitable surface temperature and should not cause an increase in airflow velocity due to a temperature difference while supplying heat.
The occurrence of a downdraft is possible to predict using the height and width of the draft rate, as shown in Figure 3 , in which the height of the downdraft is the length of the y-axis and the width of the downdraft is the length of the x-axis beyond an allowable standard. According to the analysis of the flow using the draft rate during RFHS application, the airflow velocity appears high due to the descending airflow, and the air temperature is distributed at low values. For this reason, the numerical value of the draft rate near windows appears high, but gradually becomes lower because the RFHS reduces the cold airflow as air enters the room. numerical value of the draft rate near windows appears high, but gradually becomes lower because the RFHS reduces the cold airflow as air enters the room. Because a downdraft is a phenomenon whereby an occupant feels discomfort depending on the qualitative senses of the human body, an area occupied for long periods of time was selected as the space for downdraft assessment. Although the magnitude of the draft rate in the vicinity of the windows appears higher than the allowable reference value, it may be determined that a downdraft does not occur if the draft rate within the occupied area appears lower than the allowable reference value. 
Parameters for Downdraft Assessment
To reduce cold airflow and assess the downdraft in a space where an RFHS is applied, the radiant heat condition such as thermal output and radiation area of the RFHS should be considered to transfer heat indirectly to the cold airflow and form an ascending airflow, additionally, the indoor environment, which affects the downdraft, should also be considered. Parameters that affect temperature and velocity of the airflow near the floor include the surface temperature and radiation heat area of the RFHS in accordance with the mechanism of preventing downdraft (3.1). Thus, these quantities were selected as assessment parameters that affect downdraft.
When using an RFHS, to reflect the indoor environment conditions that should be considered in downdraft prevention, parameters affecting downdraft in indoor spaces were derived by considering existing research. Eckert's study [28] involved a theoretical analysis of the turbulent natural convection flow above the cold surface of windows. Based on Eckert's study [28] , Heiselberg [15] derived the maximum velocity of the airflow in Equations (2)-(4) by measuring the minimum air temperature near the floor surface when the cold air formed by the cold surface of the window moves along the floor surface owing to the descending flow caused by natural convection. According to the obtained results, as the vertical height of the cold window surface increases and the temperature difference between the surface of the window and the occupied area increases, the maximum velocity of the airflow at ankle height increases. However, the area of interest in downdraft assessment is not the area close to the cold external surface, but rather the area in which people actually reside. Therefore, Heiselberg [15] evaluated the maximum velocity of the airflow and the minimum temperature close to the floor surface as cold airflow descends and flows along the floor to assess the risk of an occupant feeling a downdraft.
According to experimental results, the maximum velocity and minimum temperature of the airflow were measured within 0.4 m of the cold surface. Then, the velocity of the airflow was reduced up to a distance of 2 m from the window, and the maximum velocity of the airflow was reduced by Because a downdraft is a phenomenon whereby an occupant feels discomfort depending on the qualitative senses of the human body, an area occupied for long periods of time was selected as the space for downdraft assessment. Although the magnitude of the draft rate in the vicinity of the windows appears higher than the allowable reference value, it may be determined that a downdraft does not occur if the draft rate within the occupied area appears lower than the allowable reference value.
When using an RFHS, to reflect the indoor environment conditions that should be considered in downdraft prevention, parameters affecting downdraft in indoor spaces were derived by considering existing research. Eckert's study [28] involved a theoretical analysis of the turbulent natural convection flow above the cold surface of windows. Based on Eckert's study [28] , Heiselberg [15] derived the maximum velocity of the airflow in Equations (2)- (4) by measuring the minimum air temperature near the floor surface when the cold air formed by the cold surface of the window moves along the floor surface owing to the descending flow caused by natural convection. According to the obtained results, as the vertical height of the cold window surface increases and the temperature difference between the surface of the window and the occupied area increases, the maximum velocity of the airflow at ankle height increases. However, the area of interest in downdraft assessment is not the area close to the cold external surface, but rather the area in which people actually reside. Therefore, Heiselberg [15] evaluated the maximum velocity of the airflow and the minimum temperature close to the floor surface as cold airflow descends and flows along the floor to assess the risk of an occupant feeling a downdraft.
According to experimental results, the maximum velocity and minimum temperature of the airflow were measured within 0.4 m of the cold surface. Then, the velocity of the airflow was reduced up to a distance of 2 m from the window, and the maximum velocity of the airflow was reduced by more than 25% at a point more than 2 m away and then remained constant.
where u max is the maximum velocity at the bottom of the cold surface, h is the height in meters of the vertical surface, ∆t is the temperature difference between the cooled surfaces in reference to the occupied zone, x is the distance from the window (cold surface). According to these findings, a downdraft is mainly generated near the floor surface as the airflow formed by the cold surface of a window moves along the floor surface. The velocity of the airflow entering the occupied space along the floor surface is influenced by the descending velocity of the cold airflow formed near the window.
The maximum velocity of the airflow in proximity to the window increases as the surface temperature of the window decreases and as the vertical height of the window increases. Therefore, the thermal performance of the window (i.e., the U-value of the window), which determines the surface temperature of the window and is related to its heat insulation properties, and the vertical height of the window, which affects the descending velocity of the cold airflow formed near the window, were selected as indoor downdraft assessment parameters.
CFD Simulation
Description
The target space representing a prototype of a general office building was established to assess the downdraft in a space, where an RFHS was applied. We tried to evaluate herein in severe indoor and outdoor environment conditions with a high possibility of downdraft. In other words, we assumed that the downdraft can be prevented in better indoor and outdoor environment conditions if it could be prevented when RFHS was applied in an environment with a high possibility of downdraft occurrence. In addition, reflecting the current trend of improving the thermal performance of windows, the downdraft assessment was conducted for cases where the thermal performance of the windows was improved because the indoor thermal environment may be different when the thermal performance of the windows improves.
In the target space, glass was used for the entire outer surface. The temperature of the ambient air parameters was set to ambient conditions during the winter maximum load calculation. The U-value of the window was set to that of a general dual-pane glass (mostly equipped in high-rise buildings over 20 floors in Seoul, South Korea) window and a low-E dual pane glass (mostly commonly equipped in windows in new or renovated buildings in the last 3 years in Seoul, South Korea). We did not consider the impact of infiltration herein to focus on the downdraft assessment caused by the heat exchange between the cold window and the RFHS. Solar radiation and internal heat gains were also neglected. Table 2 shows the target space conditions. Table 2 . Conditions of target space.
Classification Description
Target space area 
Boundary Conditions
To evaluate the temperature and velocity of the indoor airflow, whose parameters impact the downdraft, and the distribution of the draft rate, which is an indicator of a downdraft, a simulation analysis of the indoor environment was performed using the commercial CFD software STAR-CCM+ 12.02. STAR-CCM+ accurately predicts heat transfer in fluids and solids using specialized convection, conduction and radiation models. The automated meshing tools and parts-based simulation option allow validating thermal designs faster [29] . The physical condition of the simulation is described in Table 3 . The simulation is interpreted by applying the K-ε turbulence model under a steady-state condition. To accurately analyze the ascending effect of the indoor airflow caused by the RFHS, the simulation was performed by applying the Boussinesq model. The details about the numerical models of the CFD simulation are shown in Figure 4 .
The mesh was composed of polyhedral elements, which were a non-regular lattice that can cope with complex shapes. The number of surface meshes analysis was 23,914, and the volume mesh analysis was 72,432. The layer and the immediate space of the window, the edges of the room, and the area, where the window and the room were connected, were formed by a finer mesh. Figure 5 presents the mesh constructed for the simulation. The mesh geometry was appropriately constructed without collapsing or tangling. Moreover, no errors occurred, including the fine-meshed parts. The mesh was composed of polyhedral elements, which were a non-regular lattice that can cope with complex shapes. The number of surface meshes analysis was 23,914, and the volume mesh analysis was 72,432. The layer and the immediate space of the window, the edges of the room, and the area, where the window and the room were connected, were formed by a finer mesh. Figure 5 presents the mesh constructed for the simulation. The mesh geometry was appropriately constructed without collapsing or tangling. Moreover, no errors occurred, including the fine-meshed parts. The analysis results of the perimeter zone standard for perimeter zone application of the RFHS showed that the maximum 1.0 m distance from the window was presented as the perimeter zone in ISO 11588 [30] and a 3.0 m distance from the window (or 1/3 degree of actual depth during the perimeter zone system design) was used. Thus, the radiation area of the floor surface was set for the case in which the RFHS was applied to the perimeter zone. It was assumed that the RFHS was heated up to the load to be removed and that all heating loads generated in the room would be removed through the RFHS. In other words, the thermal output of the RFHS was equal to the heat loss by conduction through the building envelope (i.e., in this study, the window). This is shown in Equation (5) . The thermal output can be expressed as the relationship of heat flow intensity and the surface area of the radiant heating panel as shown in Equations (6) and (7) . The surface temperature of the RFHS was determined by its thermal output, which can be calculated using Equation (8) as represented in EN [31] . The analysis results of the perimeter zone standard for perimeter zone application of the RFHS showed that the maximum 1.0 m distance from the window was presented as the perimeter zone in ISO 11588 [30] and a 3.0 m distance from the window (or 1/3 degree of actual depth during the perimeter zone system design) was used. Thus, the radiation area of the floor surface was set for the case in which the RFHS was applied to the perimeter zone. It was assumed that the RFHS was heated up to the load to be removed and that all heating loads generated in the room would be removed through the RFHS. In other words, the thermal output of the RFHS was equal to the heat loss by conduction through the building envelope (i.e., in this study, the window). This is shown in Equation (5) . The thermal output can be expressed as the relationship of heat flow intensity and the surface area of the radiant heating panel as shown in Equations (6) and (7) . The surface temperature of the RFHS was determined by its thermal output, which can be calculated using Equation (8) as represented in EN [31] .
where Q R is the thermal output of surface heating, Q W is the heat loss through the window, q r is the heat flow density (heat flux) at the surface of the RFHS, q w is the heat loss through window per unit area, A r is the heating surface area of the RFHS, A w is the surface area of the window, W r is the width of the RFHS, L r is the length of the RFHS, K w is the heat transmission coefficient (U-value) of the window, t room is the nominal indoor temperature, t out is the outside temperature.
where q p is the heat flow density of the RFHS, t surf is the average surface temperature of the RFHS, t room is the room indoor temperature.
Simulation Cases
Depending on the radiation area and surface temperature, which were the RFHS parameters selected in advance, and the U-value and vertical height of the window, which are the indoor environment assessment parameters, the velocity and temperature distribution of the indoor airflow and the height and width of the draft rate were analyzed.
Assessments of the case where an RFHS was applied within the perimeter zone and the case where a RFHS was applied to the entire floor were performed. The surface temperature was established as 41 • C in the case where the radiation region was 1.0 m in the simulation, which exceeded the 35 • C value, specified as a standard by ASHRAE [13] and ISO [14] . The perimeter zone limited the surface temperature of the floor. On the other hand, according to Wang's study [32] on the limitation of the acceptable floor surface temperature, within the air temperature range of 17-27 • C, the acceptable floor surface temperature can be increased beyond 41 • C. In addition, according to the CENELEC [33], in the case of the perimeter zone, because the effects on the human body are small in spaces where people directly reside, floor surface temperature limits were established according to burn threshold hours. Therefore, the downdraft assessment was performed by applying the tempered limit temperature criteria. However, this tempered limit temperature criteria and the thermal output of some simulation cases cannot be applied when an actual RFHS is installed in buildings. Hence, they were used only as a reference for the downdraft assessment by the radiation area and the surface temperature of the RFHS.
As the air temperature distribution and maximum velocity of the airflow in the target space can be different according to the U-value of a window, the thermal performance of the window, which is an indoor downdraft assessment parameter, and the vertical height of the window, which affects the descending velocity of the cold airflow, were analyzed. The velocity of the indoor airflow, its temperature distribution, and the height and width of the draft rate according to the U-value and vertical height of window were assessed. Based on these analyses, a simulation case for assessment was selected and is shown in Table 4 . 
Validation
The simulation model was validated prior to the downdraft assessment according to the RFHS application. This was also done for Heiselberg's experiment [15] , which evaluated the degree of downdraft by analyzing the maximum velocity of the descending airflow distribution formed according to the surface temperature of the window. A comparative analysis between the maximum velocity of the airflow distribution derived from Heiselberg's experiment and that measured at the same position in the simulation target space was also performed.
Heiselberg's experiment has been quoted to validate the results in studies, such as those of Larssons [17] , Manz [20] , Schellen [22] , and Jurelionis [23] , among others, and is the experimental study widely used in recent downdraft assessments. Therefore, in the present study, a validation was performed based on the experimental results of Heiselberg's experiment, judging that Heiselberg's experiment is reliable. However, an error was found in the experiment, and a limitation was not reflected in the validation of this study because the experimental error was not presented in detail. Therefore, the error of the experiment and the study simulation may be larger than the value presented in this study. A further validation is necessary through experiments suitable for this study in the future. Table 5 presents the simulation implementation conditions in Heiselberg's experiment and in this study.
To implement the simulation under the same conditions as in Heiselberg's experiment, a space of the same size was simulated. In Heiselberg's experiment, a panel was maintained at a constant temperature to represent a window, but in this study, a window was implemented as a solid surface with a thickness. The external space was simulated using a convection condition, while the thermal environment outside was modeled to represent the change in the window surface temperature through radiative and convective heat transfer to the window during use of an RFHS. Table 5 . Simulation implementation condition in the Heiselberg's experiment and this study.
Classification
Heiselberg's Experiment This Study's Simulation
For the U-value of the window, the conditions under which a window would lose the same amount of heat as that lost by a radiant panel releasing cold in Heiselberg's experiment were applied. In addition, in the experiment, heat was transferred through the remaining walls and ceiling to provide the amount of heat loss by the window. In the simulation, the walls and ceiling applied a temperature condition to ensure the same amount of heat transfer as in the experimental condition. The validation results of the simulation are shown in Figures 6 and 7 .
The maximum velocity distribution of the airflow in the simulation showed a tendency similar to the maximum velocity of the airflow derived from Heiselberg's experiment as shown in Figure 6 . The relative error ranged from a minimum of 0.01% to a maximum of 13.32% with an average error of 6.36% and a standard deviation of 3.42%. As a result of the draft rate comparison as shown in Figure 7 , the minimum error was 0.01%, and the maximum error was 13.33%. The average error was 6.05%, and the standard deviation was 3.32%. The relative error of the air velocity and the draft rate increased as the distance from the window increased. This error was caused by the experiment being evaluated as a fixed value from 2 m from the window. The error was high near the window and judged as an error caused by the difference of the window temperature distribution in the experiment of Heiselberg and the simulation in the present study.
Therefore, the validation results implied that the simulation model had an average reliability of 6.20% and a standard deviation of 3.35% when a total error of the air velocity and the draft rate are included. experiment is reliable. However, an error was found in the experiment, and a limitation was not reflected in the validation of this study because the experimental error was not presented in detail. Therefore, the error of the experiment and the study simulation may be larger than the value presented in this study. A further validation is necessary through experiments suitable for this study in the future. Table 5 presents the simulation implementation conditions in Heiselberg's experiment and in this study. To implement the simulation under the same conditions as in Heiselberg's experiment, a space of the same size was simulated. In Heiselberg's experiment, a panel was maintained at a constant temperature to represent a window, but in this study, a window was implemented as a solid surface with a thickness. The external space was simulated using a convection condition, while the thermal environment outside was modeled to represent the change in the window surface temperature through radiative and convective heat transfer to the window during use of an RFHS.
The maximum velocity distribution of the airflow in the simulation showed a tendency similar to the maximum velocity of the airflow derived from Heiselberg's experiment as shown in Figure 6 . The relative error ranged from a minimum of 0.01% to a maximum of 13.32% with an average error of 6.36% and a standard deviation of 3.42%. As a result of the draft rate comparison as shown in Figure 7 , the minimum error was 0.01%, and the maximum error was 13.33%. The average error was 6.05%, and the standard deviation was 3.32%. The relative error of the air velocity and the draft rate increased as the distance from the window increased. This error was caused by the experiment being evaluated as a fixed value from 2 m from the window. The error was high near the window and judged as an error caused by the difference of the window temperature distribution in the experiment of Heiselberg and the simulation in the present study. Therefore, the validation results implied that the simulation model had an average reliability of 6.20% and a standard deviation of 3.35% when a total error of the air velocity and the draft rate are included.
Results and Discussion
Effect of Floor Temperature and RFHS Radiant Area
According to the model condition of the assessment target space set in advance, the assessment considered cases where the RFHS was partially applied to the perimeter zone or applied to the entire floor. Based on this, the simulation results according to the RFHS parameters were derived.
Velocity Profiles
The air distribution formed according to the RFHS radiation area and surface temperature condition is shown in Figure 8 . According to the results, where the narrowest radiation area and the highest surface temperature were applied, the velocity of the airflow in the vicinity of the floor surface was distributed at high values as the temperature difference between the descending cold air from the cold window and warm air from the floor increased. Additionally, as the cold air moved along the floor surface (also side wall) toward the inside of the room and the temperature rose more quickly, the warm ascending airflow from the floor appeared reasonably close to the window. This airflow was attracted to the area where relatively low-density air was distributed as cold air descended. When comparing this with Myhren's results [25] , which reflect the infiltration condition, the velocity of the airflow in the vicinity of the window was distributed at high values owing to the high temperature and related attraction effect of the RFHS, even without infiltration, and the entry of this airflow into the inside of the room was shown. Moreover, as the radiant area of the RFHS was applied more widely and the surface temperature was applied less, the velocity of the airflow from the floor surface was reduced. As a result, the phenomenon of heat influx into the window caused by the ascending airflow from the floor's surface near the window and opposite side wall was reduced.
Temperature Distribution
The temperature distribution of the indoor vertical cross section is shown in Figure 9 . In case (01), the air temperature close to the set temperature (20 °C) in thermal equilibrium was generally distributed in the occupied area by blocking the cold air formed near the window, but in case (04), relatively low air temperatures extended deep into the room. However, because a temperature of 18.5 °C to 21 °C was distributed throughout the room (Including all volume of the room) and the vertical temperature difference showed a maximum of 2.5 °C, it was determined that occupant discomfort would not occur compared with the standards of indoor temperature and vertical temperature 
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The temperature distribution of the indoor vertical cross section is shown in Figure 9 . In case (01), the air temperature close to the set temperature (20 • C) in thermal equilibrium was generally distributed in the occupied area by blocking the cold air formed near the window, but in case (04), relatively low air temperatures extended deep into the room. However, because a temperature of 18.5 • C to 21 • C was distributed throughout the room (Including all volume of the room) and the vertical temperature difference showed a maximum of 2.5 • C, it was determined that occupant discomfort would not occur compared with the standards of indoor temperature and vertical temperature differences. Also, floor temperature is maintained within comfort range (about 23 • C to 32 • C). However, the portion with a low indoor temperature had a high downdraft occurrence probability because of cold air.
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Predicted Percentage of People Dissatisfied Due to Downdraft
The numerical value of the maximum draft rate over the floor surface for each case was derived as shown in Figure 10 (here, reference point is DR 10%). Similar to Schellen's results [23] , a high draft rate was observed at the bottom of the window, but tended to decrease with lower airflow velocity and higher indoor temperature. On the other hand, case (04), where the RFHS was applied to the entire floor surface, showed the highest draft rate value because of a failure to block the influx of cold air into the occupied area with a low window surface temperature. In the case where a radiative surface was applied in the narrowest way, the airflow velocity was distributed at significantly higher values than in the other case. This was because the temperature difference between the surface temperature of the RFHS and the air from the window was high, but the draft rate was relatively low because of the high temperature of the air near the floor established by supplying heat at a high temperature.
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The numerical value of the maximum draft rate over the floor surface for each case was derived as shown in Figure 10 (here, reference point is DR 10%). Similar to Schellen's results [23] , a high draft rate was observed at the bottom of the window, but tended to decrease with lower airflow velocity and higher indoor temperature. On the other hand, case (04), where the RFHS was applied to the entire floor surface, showed the highest draft rate value because of a failure to block the influx of cold air into the occupied area with a low window surface temperature. In the case where a radiative surface was applied in the narrowest way, the airflow velocity was distributed at significantly higher values than in the other case. This was because the temperature difference between the surface temperature of the RFHS and the air from the window was high, but the draft rate was relatively low because of the high temperature of the air near the floor established by supplying heat at a high temperature. The vertical cross-sectional distribution of the draft rate according to the application of the RFHS showed that all cases met the Class B standard range, as shown in Figure 11 . In cases (02) and (03), the value of the draft rate was high in the occupied zone. This is because the airflow velocity was not established at a relatively high value because the mixed flow velocity of natural convection was reduced and the attraction phenomenon of the airflow was weakened by using an appropriate heat radiation area and surface temperature. In addition, the temperature of the cold airflow was sufficiently increased compared to that in case (04), where the RFHS was applied to the entire floor. The attraction phenomenon from the window side caused by the ascending airflow of the RFHS occurred in case (01), where the radiation area of the RFHS was applied in the narrowest way.
As described earlier, the attraction phenomenon appeared as a manifestation of the Coanda effect by increasing the airflow velocity and ascending to the ceiling owing to the temperature difference between the low temperature of the window side and the high temperature of the floor surface. Thus, as the radiation area of the RFHS was applied more and more widely and the surface temperature was low, the velocity of the airflow from the floor surface decreased and the attraction phenomenon of the ascending airflow toward the window was reduced. The vertical cross-sectional distribution of the draft rate according to the application of the RFHS showed that all cases met the Class B standard range, as shown in Figure 11 . In cases (02) and (03), the value of the draft rate was high in the occupied zone. This is because the airflow velocity was not established at a relatively high value because the mixed flow velocity of natural convection was reduced and the attraction phenomenon of the airflow was weakened by using an appropriate heat radiation area and surface temperature. In addition, the temperature of the cold airflow was sufficiently increased compared to that in case (04), where the RFHS was applied to the entire floor. The attraction phenomenon from the window side caused by the ascending airflow of the RFHS occurred in case (01), where the radiation area of the RFHS was applied in the narrowest way.
As described earlier, the attraction phenomenon appeared as a manifestation of the Coanda effect by increasing the airflow velocity and ascending to the ceiling owing to the temperature difference between the low temperature of the window side and the high temperature of the floor surface. Thus, as the radiation area of the RFHS was applied more and more widely and the surface temperature was low, the velocity of the airflow from the floor surface decreased and the attraction phenomenon of the ascending airflow toward the window was reduced. 
Effect of U-Value and Window Area
A simulation that controlled the thermal performance of the window was conducted for downdraft assessment according to the cold air around the window and the heat supplied by the RFHS.
Velocity Profiles
The space where conditions of a low-E, dual-pane glass were applied showed a relatively higher window surface temperature than the case where conditions of a general, dual-pane glass were applied, as shown in Figure 12 . Accordingly, the thermal output of the RFHS applied to the room was smaller so that the surface temperature of the RFHS was reduced. Therefore, the temperature difference between airflows was reduced and the possibility of a downdraft occurring in the occupied area was also reduced as the temperature difference and the airflow velocity into the occupied area along the floor surface were reduced.
The simulation results showed that the maximum airflow velocity on the floor near the window was the highest in case (5), where the radiant heat area was the smallest, but the airflow velocity on the indoor floor was reduced. In cases (6), (7), and (8), where the surface temperature was applied to be much lower, the airflow velocity gradually decreased. From a tridimensional point of view, no airflow occurs into the ceiling through the side walls. Therefore, if the thermal performance of the window is improved, reducing the phenomenon that the airflow rises to the ceiling side deepening the downdraft can be reduced. As a result, the downdraft does not occur even if the RFHS is applied to the perimeter zone.
Temperature Distribution
In case (05), a constant air temperature distribution near the floor was shown because the influx of cold air was blocked near the window, as shown in Figure 13 . In case (05), cold air entered deep into the inside of the room, but it was determined that the indoor temperature distribution did not result in occupant discomfort because it generally had a distribution similar to the indoor set temperature, and the vertical temperature difference was a maximum of 2 °C. Because of improved window performance, floor surface temperature of RFHS is low and it means that it satisfied the comfort range of floor surface temperature. 
Effect of U-Value and Window Area
Velocity Profiles
Temperature Distribution
In case (05), a constant air temperature distribution near the floor was shown because the influx of cold air was blocked near the window, as shown in Figure 13 . In case (05), cold air entered deep into the inside of the room, but it was determined that the indoor temperature distribution did not result in occupant discomfort because it generally had a distribution similar to the indoor set temperature, and the vertical temperature difference was a maximum of 2 • C. Because of improved window performance, floor surface temperature of RFHS is low and it means that it satisfied the comfort range of floor surface temperature. 
Predicted Percentage of People Dissatisfied Due to Downdraft
The draft rate distribution in the room is shown in Figure 14 . All cases appeared to achieve a level that satisfied the Class B draft rate requirements. However, case (05) showed the highest temperature of air in the vicinity of the floor surface and a high airflow velocity, causing a higher draft rate than in other cases.
The draft rate distribution in a vertical cross section of the room is shown in Figure 15 , and because a high level of window thermal performance was used, application of the RFHS showed a satisfying result in that the numerical value of the draft rate met the standard value. However, the 
The draft rate distribution in the room is shown in Figure 14 . All cases appeared to achieve a level that satisfied the Class B draft rate requirements. However, case (05) showed the highest temperature of air in the vicinity of the floor surface and a high airflow velocity, causing a higher draft rate than in other cases. Appl. Sci. 2017 , 7, 1075 region in which a high draft rate existed in the occupied area tended to become gradually larger as the application area of the RFHS was widened. 
Effect of Window Height
A simulation varying the height of the window was performed for downdraft assessment. The analysis showed that the draft rate exceeded the Class B level, as shown in Figure 16 (here, the reference point is DR 20%), when the window had a high vertical height, but the result did meet the Class C level. In particular, as the radiation area of the RFHS was narrowed, the draft rate increased in the region near the window, but showed a tendency to decrease as air flowed into the occupied area. This was because the radiation area of the RFHS was wider, reducing the strength of attraction of the airflow toward the window and decreasing the airflow velocity as the radiation surface widened. If the heat insulation performance of the window were improved when the vertical height The draft rate distribution in a vertical cross section of the room is shown in Figure 15 , and because a high level of window thermal performance was used, application of the RFHS showed a satisfying result in that the numerical value of the draft rate met the standard value. However, the region in which a high draft rate existed in the occupied area tended to become gradually larger as the application area of the RFHS was widened. region in which a high draft rate existed in the occupied area tended to become gradually larger as the application area of the RFHS was widened. 
A simulation varying the height of the window was performed for downdraft assessment. The analysis showed that the draft rate exceeded the Class B level, as shown in Figure 16 (here, the reference point is DR 20%), when the window had a high vertical height, but the result did meet the Class C level. In particular, as the radiation area of the RFHS was narrowed, the draft rate increased in the region near the window, but showed a tendency to decrease as air flowed into the occupied Figure 15 . Draft rate distribution.
A simulation varying the height of the window was performed for downdraft assessment. The analysis showed that the draft rate exceeded the Class B level, as shown in Figure 16 (here, the reference point is DR 20%), when the window had a high vertical height, but the result did meet the Class C level. In particular, as the radiation area of the RFHS was narrowed, the draft rate increased in the region near the window, but showed a tendency to decrease as air flowed into the occupied area. This was because the radiation area of the RFHS was wider, reducing the strength of attraction of the airflow toward the window and decreasing the airflow velocity as the radiation surface widened. If the heat insulation performance of the window were improved when the vertical height of the window was high, the draft rate appeared to be in the vicinity of the Class B level limit. Although the heat insulation performance of the window was improved, the draft rate was not significantly reduced. As mentioned previously, this was because the downdraft phenomenon is affected not by the temperature of the cold air near the window, but by the descending airflow velocity along the windows with higher vertical heights. of the window was high, the draft rate appeared to be in the vicinity of the Class B level limit. Although the heat insulation performance of the window was improved, the draft rate was not significantly reduced. As mentioned previously, this was because the downdraft phenomenon is affected not by the temperature of the cold air near the window, but by the descending airflow velocity along the windows with higher vertical heights. Therefore, to reduce the downdraft where the vertical height of the window is large, the temperature difference between the heat radiating from the RFHS and the air near the window should be reduced, and the attraction of the airflow toward the window should be reduced to control the descending flow of cold air. Considering the tendency for a uniform temperature distribution to appear across the entire room, it was determined that downdraft is governed by the airflow velocity when the vertical window height is large. 
RFHS Application for Preventing Downdraft
The relationship between an RFHS and discomfort was derived by analyzing the point at which the draft rate fell below a standard level (Class A) and the point at which the occupation area began based on CFD simulation results, taking the RFHS application method and the thermal performance of the window into account. These results are shown in Figures 17 and 18 .
In a window equipped with a general level of thermal performance (general, double-paned glass), partially applying an RFHS is advantageous to prevent any downdraft occurrences. However, if the thermal performance of a window is improved to the level of low-E, dual-pane glass, increasing the area of RFHS application is more effective in preventing downdrafts. This is because if RFHS is partially applied, the descending airflow is amplified due to the Coanda effect, causing an ascending airflow along the ceiling surface.
That is, for general thermal window performance, this descending airflow was not blocked, but if the thermal performance of the window is improved, the Coanda effect is reduced and the inflow of the descending airflow into the occupant area is, at the same time, blocked. Due to recent increases in the area occupied by windows in building envelopes, downdrafts can be prevented by the principle of natural convection, even if the RFHS is applied, through the effect of heat exchange with the cold airflow. This assessment was made based on the fact that the simulation results reflected a trend of improving window thermal performance. Therefore, to reduce the downdraft where the vertical height of the window is large, the temperature difference between the heat radiating from the RFHS and the air near the window should be reduced, and the attraction of the airflow toward the window should be reduced to control the descending flow of cold air. Considering the tendency for a uniform temperature distribution to appear across the entire room, it was determined that downdraft is governed by the airflow velocity when the vertical window height is large.
The relationship between an RFHS and discomfort was derived by analyzing the point at which the draft rate fell below a standard level (Class A) and the point at which the occupation area began based on CFD simulation results, taking the RFHS application method and the thermal performance of the window into account. These results are shown in Figures 17 and 18 . 
Conclusions
This study performed a downdraft assessment on glass curtain wall buildings with respect to the radiation condition of the RFHS and the thermal performance of the window. The results obtained are as follows.
For the downdraft assessment, the RFHS applied to perimeter zones with different window types was modeled using CFD simulation. The simulation result showed that most values, such as airflow velocity, temperature, and draft rate, satisfied the downdraft assessment criteria because of the ascending airflow caused by the radiant heat from the floor during the RFHS application and the radiant heat transfer effect between the RFHS and the window.
In addition, the temperature rise of cold air through heat radiation along the floor and the related cold airflow reduction phenomena in the descending air flow were derived based on the mechanism of preventing the downdraft with the RFHS application. The temperature difference between the air supplied through the RFHS and the air descending along the cold surface of the window increased when the RFHS was applied to a narrow area with a high temperature. The airflow velocity also increased with the heat exchange. The airflow re-entered the window side, and the downdraft in the occupied area exceeded the strict value specified by the standards. Conversely, if heat were applied according to the indoor thermal output by widening the radiant heat area of the RFHS, a downdraft could occur as a result of a blocking failure prior to the influx of the cold air into the occupied area caused by low surface temperatures. Therefore, applying the RFHS is advantageous in a perimeter zone without causing airflow inducement at the window side with acceptable surface temperatures. 
In addition, the temperature rise of cold air through heat radiation along the floor and the related cold airflow reduction phenomena in the descending air flow were derived based on the mechanism of preventing the downdraft with the RFHS application. The temperature difference between the air supplied through the RFHS and the air descending along the cold surface of the window increased when the RFHS was applied to a narrow area with a high temperature. The airflow velocity also increased with the heat exchange. The airflow re-entered the window side, and the downdraft in the occupied area exceeded the strict value specified by the standards. Conversely, if heat were applied according to the indoor thermal output by widening the radiant heat area of the RFHS, a downdraft could occur as a result of a blocking failure prior to the influx of the cold air into the occupied area caused by low surface temperatures. Therefore, applying the RFHS is advantageous in a perimeter zone without causing airflow inducement at the window side with acceptable surface temperatures. In a window equipped with a general level of thermal performance (general, double-paned glass), partially applying an RFHS is advantageous to prevent any downdraft occurrences. However, if the thermal performance of a window is improved to the level of low-E, dual-pane glass, increasing the area of RFHS application is more effective in preventing downdrafts. This is because if RFHS is partially applied, the descending airflow is amplified due to the Coanda effect, causing an ascending airflow along the ceiling surface.
That is, for general thermal window performance, this descending airflow was not blocked, but if the thermal performance of the window is improved, the Coanda effect is reduced and the inflow of the descending airflow into the occupant area is, at the same time, blocked. Due to recent increases in the area occupied by windows in building envelopes, downdrafts can be prevented by the principle of natural convection, even if the RFHS is applied, through the effect of heat exchange with the cold airflow. This assessment was made based on the fact that the simulation results reflected a trend of improving window thermal performance.
In addition, the temperature rise of cold air through heat radiation along the floor and the related cold airflow reduction phenomena in the descending air flow were derived based on the mechanism of preventing the downdraft with the RFHS application. The temperature difference between the air supplied through the RFHS and the air descending along the cold surface of the window increased when the RFHS was applied to a narrow area with a high temperature. The airflow velocity also increased with the heat exchange. The airflow re-entered the window side, and the downdraft in the occupied area exceeded the strict value specified by the standards. Conversely, if heat were applied according to the indoor thermal output by widening the radiant heat area of the RFHS, a downdraft could occur as a result of a blocking failure prior to the influx of the cold air into the occupied area caused by low surface temperatures. Therefore, applying the RFHS is advantageous in a perimeter zone without causing airflow inducement at the window side with acceptable surface temperatures.
If the vertical height of the window were larger, the downdraft phenomenon was more influenced not by the cold air from the window, but by the velocity of the airflow descending along the window. Thus, the velocity of the cold airflow must be reduced as the vertical height of the window increases. To this end, the temperature difference between the air from the window and the radiating air from the RFHS should be reduced. Moreover, the cold air influx phenomenon at the window should be minimized by heated air ascending toward the window by designing a wider radiation area.
